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ABSTRACT 
The contract is articulated in eight technical tasks and one for coordination; 
during this reporting period, no work was performed on Task V, whilst Task I 
was terminated during the first year of implementation. 
TA SK I I : Development of a calculation method for Pu lattices 
Several computer codes (FLARE, TURBO, RIBOT, BURNY, GAM-
THERMOS-SQUID) were further developed and checked against experimental 
data from DIMPLE, SAXTON and PRCF critical measurements. 
TA SK I II : Minimum critical load with Pu prototype elements 
The minimum critical loads with U and Pu fuel elements were calculated. 
The optimal configuration of a 3 X 3 core for power distribution measurements 
was determined. The gamma-scan equipment to be used for these measurements 
was thoroughly checked out. 
TA SK IV : Isotopic composition measurements on irradiated uranium fuel 
Preparation for these measurements at the European Institute for Trans-
uranium Elements at Karlsruhe is in progress. 
TA SK VI: Detailed study of Pu fuel cycles 
12 prototype Pu bearing fuel bundles are to be loaded into the Garigliano 
core at the beginning fuel cycle No. 2. The optimal positioning, the power 
distribution and the reactivity life have been determined. 
TA SK VII: Reactor safety analysis, plant behaviour during operating transients 
and accidents 
Work under this task was limited to the health physics problems associated 
with Pu fuel handling. 
TASK VIII: Conceptual mechanical design of the fuel element and technical 
specifications for fuel procurement 
A meeting with the Community manufacturers on the problems associated 
with the fabrication of a second series of Pu prototype elements was held in 
Brussels on September 19-21, 1967. 
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PROGRAM FOR PLUTONIUM UTILIZATION IN THERMAL 
REACTORS 
INTRODUCTION (*) 
This report contains the main results of the work carried out 
under the ENEL-EURATOM contract, No. 092-66-6-TEEI, during 
the second year of implementation. 
The contract is articulated in eight technical tasks and one for 
coordination; during this reporting period, no work was performed 
on Task V, whilst Task I was terminated during the first year of 
implementation, Therefore, these tasks have been omitted in this 
report. 
In addition to a summary description of the work performed and 
under way for each task, the report describes the twelve prototype 
plutonium fuel elements that will be inserted in the Garigliano reactor 
during the first refueling shutdown scheduled for the summer of 1968. 
Eight of these elements are made entirely of plutonium and are called 
"standard", whereas the other four contain both enriched-uranium and 
mixed uranium-plutonium rods and are called "advanced". 
In this reporting year, ENEL and EURATOM jointly decided to 
issue an ·invitation· to bid for a se,::ond · set of prot6type plutonium 
elements to be supplied by a Community manufacturer for insertion 
in the Garigliano reactor during the refueling shutdown scheduled for 
the end of 1969. 
A list of documents issued between 1 June 1967 and 31 May 1968 
- - available at the EURA TOM offices - - is attached. 
(*) Manuscript received on 25 November 1968. 
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TASK II - DEVELOPMENT OF A CALCULATION METHGD FOR PLU-
TONIUM LATTICES 
The work under this task consisted essentially in developing codes 
and calculation procedures to use in the research program. The proce-
dures followed for the calculation of power distribution from experimental 
data are discussed in a separate topical report, "Development and Veri-
fication of Calculation Methods for Mixed Uranium and Plutonium Lat-
tices", Doc. 4. 811/12. The more important of the results obtained 
with these procedures are illustrated below. 
The preparation of the codes necessitated the compilation of 
several programs and their adaptation to the IBM 360/65 at the Com-
mon Research Center at Ispra. 
1. · Development arid verification of calculation methods for mixed ura-
nium and plutonium lattices 
The power distribution calculation methods used for the work under 
this research program were subjected to extensive investigation aiming 
at ascertaining their adequacy in handling the various aspects of uo2 
and U02-Pu02 cores. 
Two categories of codes can be envisaged for this purpose: 
(a) Codes whkh permit the determination of the macroscopic power dis-
tribµtion of the whole core as a function of irradiation. 
(b) Codes which permit the assessment of the effect of local disunifor-
mities on power distribution over the fuel lifetime. 
For the determination of the macroscopic power distribution in 
BWR's, the FLARE code was chosen because of its flexibility and eco-
nomic advantages. A TURBO type code ( CONDOR) appeared more 
suited to PWR problems; the microscopic library was generated by 
means of the RIBOT code. 
For the second task, use was made of the BURNY code in the 
two-group and five-group (two thermal and three fast) versions. These 
versions were checked against experimental data to assess the increased 
accuracy attainable from a more detailed representation of the neutron 
spectrum, and against experimental distributions of U-235 and Pu-23 9 
fission rates to ascertain their capability of representing the variation 
in the fissile isotope content with irradiation. 
The survey was also extended to the three-group (one thermal 
and two fast) GAM-THERMOS-SQUID system; the thermal constants 
of the peripheral cells of elements were calculated by THERMOS on 
the basis of a slab model of the fuel cell and adjacent water gap. 
The experimental data utilized to trim and verify the FLARE code 
were the operating data and the results of three gamma scans carried 
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out at the Garigliano BWR station during the first two operating cycles. 
The experimental data utilized for the CONDOR code were constituted 
of Aeroball measurements carried out at the Trino PWR station. The 
calculated data compare favourably with the experimental ones. 
The local power distribution codes were verified against the fol-
lowing experimental data: 
(1) DIMPLE measurements, performed by UKAEA for ENEL, of U-235 
and Pu-239 fission rates; by means of foils on four different 5x5 
arrays of fuel modules, each module containing 8x8 Al-canned pins. 
Rod pitch and gap between modules closely resembled those of the 
twelve plutonium fuel elements to be loaded in the Garigliano reac-
tor~ Array 1: all uranium-enriched (3%) modules. Array 2: as 
Array 1, except for plutonium-enriched (2.1 %) central module. 
Array 3: as Array 2, except that the four corner pins of the central 
module had lower enrichment (1. 2% Pu). Array 4: as Array 1, exc~pt 
that the plutonium module was loaded at the periphery. 
(2) Saxton plutonium program data. These data constitute a valid check 
because they provide the power perturbations due to water-gap and 
power sharing effects in cores of high plutonium content. 
(3) PRCF 1967 data from Battelle. These data were very interesting 
for the checks, as they were obtained on plutonium fuels with sub-
stantially different isotopic compositions. 
The comparison results summarized in Table 1 indicated that: 
(a) the one-thermal-group technique generally gives better agreement 
with the actual power distribution; (b) the corner rod power is sligl;ttly 
overestimated by the two-thermal-group technique and underestimated 
by the one-group technique; (c) the Pu-239 and U-235 fissj.on rate tatios 
are evaluated better by the two-thermal-group technique; (d) the GAM-
THERMOS-SQUID system shows that the allowances for the spectrum 
softening due to the water gap permit the one-thermal-group technique 
to achieve the same accuracy as the two-thermal group system; how-
ever, the GAM-THERMOS-SQUID technique is very time-consuming. 
For flexibility and simplicity in use, codes which calculate the 
constants automatically by a fitting procedure, E?Uch as BURNY, are 
very convenient for power distribution calculations also in the two-· 
group version. For calculations over the fuel lifetime the five-group 
version (two thermal) appears to be more precise. 
A further check will be provided by the performance of the plu-
tonium elements at the Garigliano. 
• 
Array l 
AJTay 2 
A 
Array 3 
Anay4 
B 6 Affay1 
C 2 Arrays 
• 
TABLE l 
• 
Power dblribution, er-'±(%) Fission rate ratio, O'"'± (9') (Keff) theor - (Keff) . e.xp. 
Burov 2 BumvS G-rn-s Burnv 2 Bumv S G-IB-S lurnv 2 BwnvS G-11-I-S 
l, 4 2. \S - - - - +o. 0117 -0. 0012 -
1. 4 2. $ 4.2 7.6 2. 3 2.3 +o.0075 -0. 0015 -0. 0101 
l. 1 1. 1 - 7.7 1.9 - +o.0065 -0.0026 -
3. 2 2. 21 
-
9.3 2.8 - +o.0164 +o.0013 -
-+-0. 0094 to -0. 0053 to 
o. 8-1. 4 1. 8-2. 0 - - - - -
+o.0180 -+-0. 0073 
1.6;3. 4 
+o. 0089; 
- - - -
- - -
+o.0170 
A = DIMPLE REAC10R B = SAX10N PROGRAMME C=PRCF 
,_. 
0 
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2. Development and modification of the codes used for the research 
program 
FLARE code 
To improve the FLARE code as a calculation tool, it was trans-
lated from the FORTRAN II to FORTRAN IV language so that it could 
be used with an IBM 360/65. At the same time. a sub-routine was 
developed to enable the FLARE code to use Haling' s technique which 
determines the optimum power distribution over an entire irradiation 
phase on the basis of the operating conditions at the end of that phase. 
In addition. the number of nodes was increased from 12xl2x8 to 16x 
16xl6,whichthus permits a more accurate representation of local con-
ditions in the core, especially in the axial direction. 
AGENA code 
Like FLARE. this code for fuel cycle cost calculations was trans-
lated from FORTRAN II into FORTRAN IV for use with the IBM 360/65. 
RIBOT code 
The translation of this code, which is a point burnup code, into 
FORTRAN IV language was rather painstaking as several variables had 
to be transformed from single to double precision because the first re-
sults were not quite in agreement with those obtained with the FORTRAN 
II code. This inconvenience was due to the fact that the data are rep-
resented with a slightly smaller number of significant digits in the 
processor of the IBM 360 than in that of the IBM 7090, and at times, 
especially in the case of differences between almost identical data. 
the result loses precision. 
BURNY-2 code 
This code was also fitted for use with the IBM 360/65 computer. 
RIBOT -5-SQUID code system 
Work is under way to link the 5-group RIBOT and SQUID codes. 
This burnup code system, which can be used in both the five-group (two 
thermal+ three fast) and two-group (one thermal+ one fast) versions. 
permits the solution of problems having a larger number of poi~~. com-
ponents and geometries and thus affords an analytical tool by far S'!Jpe-
rior to the BURNY -2 code. At any rate, the latter is still an e~ceUent 
means to solve optimization problems. thanks to its. flexibility and low 
time consumption. The RIBOT-5-SQUID system. however. is still the 
most suited to represent the relationship between U-235 and Pu-239 
reaction rates in uo2 +Puo2 lattices. 
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TASK III - MINIMUM CRITICAL LOAD WITH PLUTONIUM PROTOTYPE 
ELEMENTS 
The work performed under this task consisted in determining the 
minimum critical loads and in selecting the 3x3 configuration with ura·-
nium and plutonium elements on which to perform the power distribu-
tion measurements. In addition, preliminary measurements on short 
fuel pins were performed at the station to perfect the technique for gam-
ma scanning on individual plutonium rods. 
1. ·· Determination of the minimum critical loads and selection of the 3x3 
. configuration for power distribution measurements 
For this purpose it was necessary to perform a number of calcula-
tions to evaluate the reactivity involved and the related power distribu-
tion. One of the criteria that were to be met in setting up the 3x3 con-
figuration was that criticality was to be reached with the control rods 
inserted the least po::;sible so that they would not affect the power dis-
tribution measurements, This condition can be met by replacing a 
certain number of Zr channels with SS channels, thus rendering the 3x3 
assembly just slightly overcritical, 
An analysis was also conducted to find the relationship between 
control rod insertion, absorbed reactivity and level at which the induced 
perturbation of the radial power distribution becomes negligible. This 
analysis gives a rough idea of the maximum overcriticality of the 3x3 
assembly which the rods can control, while meeting the condition set 
above. 
1.1 Evaluation of t~er-turbation induced byy_bank of control rods on 
the radial power distribution__ 
· To evaluate the perturbation caused in the radial power distribu-
tion of a 3x3 assembly by a bank of control rods, use was made of a 
three-dimension diffusion code (TRITON). For application to reactivity 
and axial power distribution measurements_, this code was verified by 
means of a one-dimension calculation with the FOG code applied to a 
typical ·channel. The results of the two calculations showed excellent 
agreement. 
In view of the limitation of the TRITON code, it was necessary to 
exploit the characteristic modular nature of a core affected by bank in-
sertion of all the control rods. Under these conditions it is possible to 
isolate a fuel element having partially inserted control rods at two of its 
corners. 
The calculation was performed for the 2. 3% enriched-uranium 
element with the control rods inserted midway {18th notch). The model 
used is shown in Fig. 3, 1. 
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REGIONS 
1. Upper reflector 
Z. Lower reflector 
3. Control rod 
4. SS rod handle 
5. Water gap 
6. Z r Channel and adjacent water gap 
7. Corner rod (Us= 1. 831,) 
8. Peripheral rod (U2 = 1. 831,) 
9. Peripheral rod (Us= z. 411,) 
10. Inner rod (Us = Z, 411o) 
FIG.3 .. 1-:- MODEL USED FOR THE EVALUATION OF THE 
PERTURBATION INDUCED BY CONTROL ROD 
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Inc omparing the axial power distribution in position A (nearest the 
control rods) with that in position B (Fig. 3. 2), the curves appear to 
nearly coincide at about 15 cm from the rod insertion height (from the top 
of the control rods). The local power distribution of the fuel element at 
this level is compared with that of an uncontrolled element in Fig. 3. 3 
The maximum deviation is found to be 2%. 
At greater distances the deviation becomes negligible; so, it seems 
reasonable to conclude that a distance over 30 cm is sufficient to offset 
the perturbation. This is true also for other insertion levels, as in the 
conditions of interest (2QOC) the characte-ristics of the moderator are 
axially uniform. A confirmation was provided by a calculation performed 
for the control rods positioned on the 28th notch. 
The reactivity absorbed by the control rod bank, at the two insertion 
levels, was: 
18th notch 
28th notch 
1. 41 /J. K/K% 
0 ~ 24 /J. K/K%. 
On the basis of the foregoing considerations and of the fact that the 
gamma scanning equipment does not permit the upper 50 cm of fuel rod 
to be monitored, it may be concluded that the control rod bank is not to 
exceed 2/3 of total insertion. This means that the 3x3 assembly must be 
supercritical by 2. 5% at the most. 
1. 2 Determination of the minimum critical load for enriched-uranium 
and plutonium elements 
The purpose of these experiments is to evaluate the accuracy with 
which the calculation method determines K of plutonium elements. In 
order to obtain meaningful data for this as~ssment, it would be advisa-
ble to have two configurations, one of enriched-uranium el.ements and 
the other of plutonium elements. Thus, through a comparison with the 
results obtained for the enriched uranium it would be possible to deter-
mine the order of approximation which the calculation methods gives for 
plutonium elements. 
In critical assemblies of these dimensions, radial neutron leakage 
is very high and any errors in their evaluation may compensate for er-
rors in the K • As a result, it is necessary to form the two minimum 
critical load~with the same number of elements and the same geometry 
so as to assume, with a fair degree of approximation, that. the errors on 
neutron leakage are the same in both cases. 
With the detailed calculation code, RIBOT-SQUID, the limits of 
which are d·escribed under Task II. two sets of calculations were carried 
out to determine the minimum critical load respectivel:y for 2. 3% enriched 
uranium elements and for standard plutonium elements. The calculations 
were performed in sequence, starting from an.assembly of two elements, 
to which an element at a time was added. Fig. 3. 4 shows the variation of 
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K ff as a function of the number of elements for both types of fuel. Fig-
uies 3, 5 and 3. 6 give the corresponding bundle power distributions. 
As well be noted in Fig. 3, 4, the forecast indicates that critical 
conditions will be reached with a different minimum number of elements, 
that is, six for the plutonium fuel and seven for the uranium. To satisfy 
the condition formulated previously, the plutonium fuel assembly should 
contain seven elements. Fig. 3. 4 also shows that an ass·eml:51y bf this 
size would be supercritical by about 4%. 
On the other hand, in view of the uncertainty in the evaluation of the 
excess reactivity of an assembly through control rod calibration, it is 
advisable not to exceed a certain supercriticality value (less than 2%). 
For this reason, it is deemed preferable to set up a uranium assembly 
containing a few plutonium elements, in the same geometry of the ura-
nium minimum critical load. 
Reactivity calculations were performed for the two mixed configura-
tions shown in Fig. 3. 7, comprising respectively two and three plutonium 
elements. The expected K ff values for these two configurations are 
1. 0254 and 1. 01 74 respectively, which are quite acceptable for the pur-
pose of the measurements, If the expected figures should turn out to be 
incorrect and the criticality- of the uranium assembly should require other 
than seven elements, the final size of the plutonium assembly will be 
selected on the basis of the information available at that time .. 
1. 3 3x3 assembly for power distribution measurements 
In selecting the configuration of the 3x3 assembly for power distribu-
tion measurements of the individual elements, the following criteria were 
adopted. 
a) Limitation of supercriticality 
As stated in the previous paragraph, control rods cause perturbation in 
the radial power distribution within 30 cm from their tips. So, for these 
measurements it is necessary to contain the supercriticality within lim-
ited values (below 2. 5%) so that excessive rod insertion will not be re-
quired. The use of SS instead of Zr channels will help meet this condi-
tion, 
b) A sufficiently flattened radial power distribution. 
For measurement of local power peaks inside the fuel elements, it is 
well to have as flat a power distribution as possible; this can be achieved 
by proper positioning of the different elements and an appropriate use of 
SS channels. 
c) High degree of symmetry. 
To evaluate experimental deviations, it is useful to position the elements 
of the assembly considered so as to have lines of symmetry along the two 
diagonals and main axes. 
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d) Presence in one octant of the three types of fuel elements (2. 3% 
enriched uranium., standard plutonium and advanced plutonium). 
For practical reasons, the measurements will be limited to three 
elements, one for each type, and they will have to be located in 
the same octant so that the study may be carried out on a compact 
region. 
e) Proximity of uranium elements to standard plutonium elements. 
This condition will permit the theoretical assessment of the power 
sharing effect to be checked. 
Fig. 3. 8 shows the three selected configurations meeting the 
above-listed criteria. The detailed calculations were performed with 
the RIBOT-5-SQUID code and the Keff obtained for configuration a) 
- - which is the best from the standpoint of power distribution - - was 
1. 0068. Since this figure is on the same order of magnitude as the 
error to which the calculation method is subject (0. 7%) the calcula-
tions were repeated also on the other two configurations b) and c), 
which gave respectively 1. 0257 and 1. 0310. 
In Figs 3. 9 and 3. 10 the calculated power distributions for the 
three configurations refer respectively to one of the main axes and 
the diagonal. 
The rod power distributions will be calculated on the basis of the 
actual plutonium contents in each rod, of the position and actual orien-
tation of the fuel elements. Data on this point are still being collected. 
A verification of the shutdown margin was performed on configuration 
a) of Fig. 3. 8. The reactivity was found to be 0. 82 with all rods in, 
and 0. 92 with the highest-worth rod out. These margins are so wide 
that it was not considered worth while to extend the verification to 
configurations b) and c). 
2. Preliminarv measurements for the development of a gamma scanning 
technique for plutonium fuel rods 
The purpose of these measurements was to: 
a) Test the equipment 
b) Determine how the fission product gamma spectra varied with time 
c) Establish the counting and data processing techniques 
d) Determine exposure and decay times, neutron flux levels, and the 
doses received by the personnel handling the elements. 
For the measurements, six short pins were procured with the fol-
lowing isotopic compositions: 
- two with a fissile Pu content of 0, 74% (Pu - Type A) 
- two with a fissile Pu content of 2. 855% (Pu - Type C) 
- two with uranium enriched to 2. 4% (U). 
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These pins were approximately 15 cm long and had the same struc-
tural characteristics of the normal plutonium and enriched-uranium fuel 
rods as shown in Fig. 3. l 1. 
2.1 Description of the equipment 
The test equipment is the same as will be used on the actual elements 
and it consists of three main parts: 
a) Rod movement and positioning mechanism 
b) Shield and detector system 
c) Detector pulse analyzing system. 
Figs 3 .12 and 3.13 show the rodpositioningmechanism;Figs 3.14 and 3.15 
show the shield and detector system. This equipment has all been installed 
in the fresh fuel vault. 
The pulse analyzing system comprises two 400-channel analyzers of 
Laben make, complete with multiscaler and printer. The print-out system 
for the two analyzers differs in that one (chain 1) is very fast (400 channels 
in one minute) and operates in parallel., whereas the other (chain 2) has a 
lower printing speed (400 channels in 16 minutes) and operates in series. 
Because of this, a different measurement technique has been adopted: in 
chain 1 each spectrum is printed before inte gr at ion, whereas chain 2 is 
used only for integration of the spectra and print-out of the integrals. 
All the instruments are located on a walkway at about 4 meters 
above ground (Fig. 3.16). 
2. 2 Measurements 
The measurement program was subdivided into the three following 
stages: 
a) Measurement of the neutron flux in the irradiation channel 
b) Development of the measurement system and pin irradiation 
c) Miscellaneous measurements. 
The thermal neutron flux measurements in the position where the 
short pins were to be located were taken between May 6 and 12, 1968. 
Copper disc monitors, 9 mm in diameter and O. 2 mm thick, were irra-
diated in pairs, one disc being cadmium-coated to provide the epither-
mal component. After irradiation, a 2"x2" photoscintillator and a multi-
channel analyzer were used for the counting. 
The neutron flux distribution along the channel was first measured 
with a tungsten wire and then with a copper wire. The channel in ques-
t ion is normally used for inserting neutron counters as part of the reac-
tor control equipment; it crosses the main biological shield obliquely 
till it emerges in the gap between the shield and the pressure vessel in 
correspondence of the core, and then returns inside the shield wall. 
Part of the channel length facing the core is surrounded by a lead sleeve. 
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Fig.3. 17 shows the thermal neutron flux distribution in this channel. 
It will be noted that the only area with an acceptable flux gradient lies 
between 11. 5 and 12. 5 meters' depth. This was the area selected for 
pin irradiation. 
During the second stage, completed on May 19, the shield was built, 
the detector chains were calibrated and the first adjustments in the mea-
surement technique were made. 
Three pins, one of each type, were irradiated one hour each together 
with the flux monitors. The thermal neutron fluxes and the cadmium ratio 
for the three pins were: 
U pin 
Pu - Type A pin 
Pu - Type C pin 
f, n/cm2/sec 
5.0. 109 
3.1.109 
2. 7 . 109 
CR 
6.4 
4.4 
3.6 
The day after the irradiation, the fission product distribution along 
the three pins was measured, The results of this measurement is given 
in Fig.3.18, and it indicates that the distribution is rather uniform in the 
central part of the three pins. 
The short pins were then inserted in one of the guide tubes for the 
other measurements. 
The third stage began on May 19 and was completed on June 19. It 
covered the main measurements, namely, 
a) Measurement of the background radiation spectra and specimen spec-
tra at different times. 
b) Measurement of the radiation level on the guide tube surface in cor-
respondence of the specimens. 
Measurement (a) was taken twice a day during working days and 
once a day on holidays. Measurement (b) was always taken once a day. 
2. 3 Gamma measurements 
After a few modifications, the technique for the measurement of 
gamma ray spectra was finalized on May 23, as follows: 
a) The guide tubes carrying the pins were placed on the gamma scanning 
equipment at a certain constant angle. 
b) The analyzer was calibrated on 400 channels, with a threshold at 200 
keV, corresponding to 5 keV / channel. 
c) A reference peak of 480 keV as used for the gross gamma scan and 
integration was extended from the tenth channel before this peak to 
all the remainder of the spectrum~ 
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d) Since the 480-keV reference peak did not always occur in correspond-
ence of the same channel, a correction was made for the asymmetry 
of the peak channel by means of a computer program which determines 
a fraction of a channel used as the starting point. 
e) The 1. 6 MeV La-140 peak occurred between channels 268 and 272; by 
adjusting the amplification it was possible to keep the peak within these 
limits except for a short period. However, it was experimentally 
proved that even when the peak shifted to channel 277, the integral re-
mained constant within the measurement error. The integration was 
performed on 40 channels, the first and last being selected across the 
peak so that the line joining them was horizontal. When this was not 
possible, two adjacent integrals were averaged so that the lines join-
ing the channels at the extremes intersected. 
f) The background radiation was measured a first time with the unirra-
diated pins in front of the collimator and immediately after without 
the pins. Subsequently, the background radiation was measured every 
day without the pins, The difference between the first two measure-
ments represented the radiation contributed by the unirradiated ura-
nium and plutonium, for which all the spectra were to be corrected. 
Instead, the daily measurements gave the external radiation which 
must be detracted from every spectrum. 
2. 4 Difficulties encountered during the measurements 
a) The high temperature in the measurement room, normally between 3 9 
and 400C, interfered considerably with the whole test. It particularly 
affected the operation of one of the two analyzers so that the second 
chain was in service only for a limited number of days. Moreover, 
it was not deemed advisable to keep the instrument in continuous opera-
tion, and the scheduled automatic night measurements were given up. 
b) The rotating equipment could not be used at that time as it had not 
been completed. 
c) Sometimes the spectrum integrator gave erroneous results, so that 
all integrations had to be performed by hand. This inconvenience, 
however, appeared to be due to the high temp~rature, because when 
the instrument was brought to a room temperature of about 200c it 
operated continuously for 24 hours and always gave correct results. 
d) The background radiation increased considerably when six plutonium-
enriched fuel elements were brought into the measurement room. The 
variation was threefold in the gross gamma integration range, and 
twentyfold in the lantanum peak integration range. At any rate, the 
actual background value, measured daily, was always taken into ac-
count. 
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2. 5 Test results 
2. 5.1 Radiation levels 
Table II gives the radiation levels measured on the surface of the 
guide tube in correspondence of the three pins. The values were ob-
tained with two different portable ion chambers: CUTIE PIE (CP) and 
ECKO 555. The discrepancies between the two sets of values depend 
on the larger sensitive area of ECKO which tends to average the levels 
and thus does not permit a good localization of the point of measurement. 
Fig.3.19 gives the radiation versus time curve, normalized for a thermal 
neutron flux of lx109 n/cm2 /sec for the pin with the highest activity, 
that is, the type C plutonium pin with 2. 855% of fissile plutonium. 
2. 5. 2 Gamma spectrometry 
Table III summarizes the results of the gamma spectrometry ob-
servations for the period between 15 and 30 days after irradiation. 
Column 1 gives the number of filed spectra. Column 2, subdivided in 
three parts, gives the date, the time of the measurement, and the in-
terval between irradiation and measurement. Column 3, also subdivided 
in three parts, one for each pin, gives the gross gamma integral ex-
pressed in pulses per second, net of the background and pin activity. 
Column 5 gives the time function, f(t), for La-140 decay. 
2. 6 Analysis of the results 
2. 6.1 Gross gamma measurements 
On the basis of the technical literature, an analytical expression 
was sought to express the results (C} of the gross gamma scanning in 
the form: 
C = A t-B 
where A is constant for a given neutron flux, macroscopic fission cross-
section, detection efficiency and geometry of the source; 
B is constant for each type of fuel. 
The following expressions were found for the three 
U pin 
Type A Pu pin 
Type C Pu pin 
C = 890 OOO t-1.401 
C = 654, 460 t-l. l 6 lO 
C = 1 532, OOO t-1. 1876 , , 
pins: 
The cooling time during which these expressions are applicable is 
the period between the 15th and 30th day after irradiation, but the expres-
sions can certainly be extrapolated for a few days beyond this interval. 
The deviations between the theoretical values obtained with this 
formula and the experimental values are given in Table IV as a function 
of cooling time. It will be noted that notwithstanding the balance between 
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TABLE II 
RADIATION LEVELS (mR/h) 
DATE CUTIE PIE EKCO 555 
~ lf T Days u Pu "A" Pu "C" u Pu "A" Pu "C" 
Days 
13 -s 0 - - 250,000 - - -
14 ,..5 0,7 - - 500 - - -
16 -5 1,6 - - 100 - - -
17 -5 2,7 - - 70 - - -
20 -5 5,6 - - 44 - - -
21 - 5 6,6 - - 34 - - -
22 -5 7,6 24 20 31 25 21 31 
23 -5 8,7 21 17 25 20 18 28 
24 -5 9,6 18 15 24 18 15 20 
25 -5 10,7 17 13 22 17 15 25 
26 -5 11, 7 13 11 21 14 13 20 
27 -5 12,6 14 13 20 14 12 14 
28 - 5 13,6 - - - 12 11 18 
29 -5 14,6 - - - 13 11 18 
30 -5 15,6 11 9 14 11 11 15 
31 -5 16,6 7 5,5 11 13 10 17 
1 -6 17,7 7 6 10,5 10 8,5 14 
2 -6 18,7 7 6 11 8,5 8,5 11 
3 -6 19,6 6 5,5 8.5 - - -
4 -6 20,6 5,5 5 8.5 - - -
5 -6 22,0 5 5 8.5 8 7 11 
6 -6 22,7 5 5 7 7 7 13 
7 -6 23,6 5 4,5 7 7 5,5 9 
8 -6 24,7 5 4,5 7 7 6 10 
9 -6 25,7 5 4 5. 5 6 5,5 9 
10 -6 26,6 4,5 4,5 7 5,5 5,5 to 
11 -6 27,6 5 5 7 5,5 5;5 8 
12 -6 28,6 5 4 6 5 5 8 
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TABLE III 
ANALYSIS OF SPECTRA - CHAJN I 
(Values of integrals in cps) 
140 
DATE GROSS-GAMMA INTEGR. La INTEGR. 
N. f(r) 
Spectru Day Hour A, T,h u Pu "A" Pu "C" u Pu "A" Pu "C" 
16 27-5 16,30 335, 0 1170,5 770, 5 1547,3 95,7 57,4 113, 1 0,4667 
17 28 9,30 35Z0 1110, 6 715,7 1447, 8 93,0 55,0 108,0 0,4498 
18 28 16,00 358, 5 1091, 7 703, 7 1413, 7 90,7 54,4 107,0 0,4434 
19 29 10, 30 377,0 1022,7 667,2 1332,4 86,8 52, 3 100,4 0,4258 
20 29 16,00 382, 5 1010, 2 656,0 1310, 6 85,75 51,4 100,6 0,4207 
21 30 10, 30 401, 0 953, 1 620,5 1232, 9 82,0 49,0 96,1 0,4037 
22 30 17,00 407,5 949,2 614,4 1214, 5 81,8 49, 1 95,0 0, 3980 
23 31 10,00 42~5 898, 1 584,1 1157, 8 77,7 47,4 91,5 0,3833 
24 31 16,00 43Q 5 884,9 574,5 1138, 6 76, 7 46,0 90,2 O, 3781 
25 1-6 11,30 45QO 836,2 548,7 1046,6 73, 1 44,5 85,7 0,3620 
26 2 11,00 473, 5 796,3 506,4 1018. 1 70,05 41,2 80,5 0,3434 
27 3 10,00 496, 5 758, 7 484,5 964,4 66,2 39,96 77,2 0,32616 
28 3 16,30 503, 0 748,9 478,8 948,6 65,8 39,0 76,4 0,3214 
29 4 10,00 52Q 5 714,5 462,4 910, 1 62, 3 38,4 73,0 0,3093 
30 4 16,00 526, 5 703, 1 455,7 896,2 60,8 37,·0 72,2 0, 30475 
31 5 17,30 552, 0 672,2 429,6 852,8 58,9 35,3 68,1 0,2878 
32 6 11,00 569,5 649,7 412,8 821,0 56,8 33, 7 65,5 0, 2733 
33 6 16,30 575,0 643,7 406,3 810,3 56,3 33,3 64,7 0, 2733 
34 7 10,00 59Z5 613,8 399,4 783,3 53,5 32,2 62,8 0,2627 
35 7 16,30 599,0 610,2 394,6 774,2 52,8 31 1 5 62,2 0,2589 
36 8 11,00 617,5 591,2 377,8 746,4 50,45 30,1 58,8 0,2484 
37 9 10,30 641, 0 568, 1 357,0 712, 9 48,1 28,3 56,0 0,2355 
38 10 10,00 66'\ 5 535,2 347,0 682 3 45,0 26,9 53,3 0,2234 
39 10 16,30 671,0 528,5 345,7 675,6 44, 1 26,95 52,6 0, 2201 
40 11 9,30 688, 0 516,5 332,8 654,a 43,0 25,95 50,1 0,2119 
41 11 16,30 695, 0 509, 1 327,6 645, 5 42,3 25,6 49,9 0,20855 
42 12 10,00 712,5 497,2 319,6 623,0 41,4 24,6 47,60 
'3 12 16,00 718, 5 493,3 315, 2 622,8 40,24 24,18 47,23 
44 13 11,30 739,0 475,0 304,6 599,0 38,8 22,9 44,8 
45 14 11,00 762,5 453,9 291,9 578,6 36,27 21,87 42,74 
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TABLE IV 
PERCENTAGE DEVIATIONS BE'IWEEN CALCULATED AND EXPERIMENTAL VALUES 
140 
CROSS GAMMA La 
N. 6 T, h 
Spectrum u Pu "A" Pu "C" u Pu "A" Pu "C" 
16 335,0 0,57 - 0, 53 -0,60 -0,59 -0,52 -1, 73 
17 352,0 0,17 1,09 o, 10 - 1, 43 0,06 -0,79 
18 358,5 0, 19 0,65 0,30 -0,35 -0,27 -1,3;> 
19 377,0 0,59 0, 15 0,20 - -0,38 0,02 
20 382,5 9,20 o, 15 0, 10 - 0, 14 -0,38 
21 401,0 0,60 0,24 0, 70 0,35 0,79 0,06 
22 407,5 -0,82 -0,66 0,20 -0,82 -0,83 -0,20 
23 424,5 0,06 -0,33 0,20 0,55 -1,07 -0,21 
24 430,5 -0,06 -0,30 0,20 0,48 0,56 -0, 15 
25 450,0 0,55 -0,86 - 0,93 -0,47 0, 61 
26 473,5 -0, 37 1, 25 0, 10 -0,07 1,94 1, 58 
27 496,5 -0,94 0, 19 0, 10 0,42 0,13 0,63 
28 503,0 -1,12 -0, 15 - -0,43 0,82 0,20 
29 520,5 -0,31 -0,72 - 1,18 -1,47 0,91 
36 526,5 -0,01 -0,51 0,20 2,12 0,76 0,54 
31 552,0 -0,92 -0, 09 -0,30 -0,40 -0,24 0,66 
32 569,5 -1, 07 0, 27 -0,20 -0, 70 0,45 0,62 
33 575,0 -1,24 0,73 -0, 10 -1,06 0,41 0, 61 
34 592,5 0, 10 -1, 04 -0, 30 0,08 -0, 18 - 0, 35 
35 599,0 -0,56 -1, 10 -0,40 -0,05 0,55 - 0,85 
36 617,5 -0, 85 -0, 27 -0,30 0,36 0,96 0,62 
37 641,0 -1,14 1, 05 -0,20 -0,20 1, 78 o, 17 
38 664,5 0,72 -0,29 -0, 10 1,17 1,58 -0, 16 
39 671,0 1, 53 -0,35 0,40 1, 70 -0,07 -0,32 
40 688,0 0,33 -0, 15 - 0,44 -0,09 0,74 
41 695,0 0,61 0,27 - 0,49 -0,32 -0,44 
42 712,5 0, 14 -0, 16 0,60 -0,59 -0,30 0,30 
43 718,5 -0,02 o, 25 -0,20 o, 17 0,06 -0, 26 
44 739,0 0,54 0,42 0,20 -0,79 0,89 -0,41 
45 762,5 1, 52 1, 02 - 0,63 0, 18 -0, 19 
··-~ 
., .... · 
-
negative deviations 14 (-) 16 (-) 11 (-) 13 (-) 14 (-) 14 (-) 
zero deviations 5 (0) 2 (0) 
positive deviations 16 (+) 14 (+) 13 (+) 15 (+) 16 (+) 16 (+) 
____ .._ 
- ·--· -------·· 
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negative and positive deviations, the distribution of the points suggests a 
discrepancy between the analytical expression and the experimental re-
sults. 
At any rate, the formula was accepted because, within an error of 
1 %, it provides a linear interpolation for fuels whose enrichment is inter-
mediate between the enrichments of the fuels used for the tests accord-
ing to the following formula: 
5 5 9 9 
df r .c:,{+df. f /3 
B=------------5 5 9 9 
er · f + Ct"f • ~ 
where o·r g are the fission cross-sections for U-235 and Pu-239 
r/' 9 are the enrichments in U-235 and Pu-239, respectively 
ot.,~ are the indexes for U-235 and Pu-239, respectively. 
Since for enriched uranium oc = 1. 1401, and assuming ~Iv!= 1.38 
which corresponds to a Maxwell spectrum, the formula applied to type C 
fuel gives /3 = 1. 198, With these values of« and (3 it is possible to com-
pile decay tables for the various types of fuel that will be used during 
the measurements in order to refer the experimental data to a given time. 
2. 6. 2 La-140 measurement 
The data in Table III, referred to the period between the 15th and 
30th day of cooling, were used to determine the apparent halftime for the 
three fuels according to the minimum square method. The following 
values were obtained: 
u 
Type A Pu 
Type C Pu 
h. t, ~ 12 7 9 days .±: 1 % 
h, t, = 12, 78 days.±: 1 % 
h . t . = 1 2 , 7 9 days .±: 1 % 
As one can see, the deviation from the value of 12. 8 days given in 
the literature is within the experimental error, 
The deviations between theoretical and experimental values are 
listed in Table IV- as a function of cooling time. The standard deviation 
with a 95% confidence level is comprised between the following limits: 
0. 64 - 1. 08 for U 
0. 63 - 1. 06 for Type A Pu 
0, 55 - O. 92 for Type C Pu 
As a result, within the time interval considered, the 1. 6-MeV lan-
tanum peak can be reduced to a common time for the three types of fuel 
by means of the theorectical function f(t). 
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2, 6, 3 Relationship between the two counting chains 
So far, only the data of chain 1 have been analyzed. In fact, chain 
1 operated continuously, whereas chain 2 permitted only a limited num-
ber of measurements and, owing to its low printing speed, it did not 
permit complete spectra to be preserved. 
At any rate, by performing the same kind of calculations which led 
to the compilation of Table III, and by dividing the values in Table III by 
the corresponding ones of chain 2, the results tabulated in Table V were 
obtained. The ratio between values is always very near unity; this means 
that, within an error of 1-2%, the two chains are identical from the stand-
points of efficiency and geometry. 
2. 6. 4 Determination of the radiation levels 
If on the basis of the data in Table II and Fig.3 .. 19 we wish to deter-
mine the radiation level on the surface of the upper part of the fuel ele-
ment to be disassembled and re-assembled for gamma scanning, it is 
necessary to start with a few empirical-theoretical considerations. Owing 
to the complex geometry and difficult location of the points of measure-
ment, it is necessary to keep to a mere estimate of the order of magni-
tude of the radiation levels. In doing this, the following data must be 
taken into account: 
a) Unirradiated pins have a surface radiation level of about 1 mrem/h. 
b) Irradiated pins, after 15 days' decay, have a surface radiation level 
of about 10 mrem/h. 
c) Unirradiated fuel elements stored in the measurement room have a 
surface radiation level of 5 mrem/h at mid height and 0, 5 mrem/h 
at the top. 
d) Since the neutron flux for these measurements will be twice the flux 
for the preliminary measurements, through a simple proportion we 
may expect to have a surface radiation of 100 mrem/h at mid height 
of the irradiated element and 10 mrem/h at the top after 15 days' 
decay. 
e) The adoption of a safety factor of 3 is also recommended in order to 
take into account any inaccuracies in the measurements, the approx-
imate assumptions at the basis of the calculation, and the possibility 
that the neutron flux is higher than antic :ipated. 
In view of the foregoing, the following average surface radiation 
levels are to be expected: 
less than 30 mrem/h at the top of the element 
less than 300 mrem/h at mid height of the element. 
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TABLE V 
RATIOS BETWEEN THE DATA OF THE TWO COUNTING CHAINS 
GROSS GAMMA LANTANIO 
N. 6T, h 
Spectrum U 2,4% Pu "A" Pu "C" U 2,4% Pu "A" Pu "C" 
32 569,5 0,9949 - 0,9999 1,0125 0,8553 1,0077 
33 575,0 1, 0072 1,0125 - 1,0199 1,0215 0,9985 
34 592, 5 1,0026 1, 0104 1, 0169 1,0113 1, 0158 1,0145 
35 599,0 1,0126 1, 0082 1, 0150 1,0000 1, 0194 1, 0130 
36 617,5 1, 0137 1, 0093 1,0124 0,9980 1,0033 0,9932 
37 641,0 1,0149 0,9969 0,9971 1,0148 1,0000 0,9947 
38 664,5 0,9940 0,98/i7 0,9972 1,0022 0,9890 1, 0038 
39 671,0 1, 0051 1, 0169 1, 0152 0,9977 1,0187 1, 0333 
40 688,0 0,9943 1,0099 1,0009 0,9953 1,0097 0,9891 
41 695,0 1,0033 1,0021 1,0148 0,9952 1,0322 1,0309 
42 712,5 1,0080 1, 0050 0,9996 1,0081 1,0081 1, 0042 
- 45 -
2. 7 Conclusions 
a) 'The Instrumentation provided for the measurements proved to be 
adequate as long as the room temperature remained within accept-
able limits (20-250C). 
b) It is advisable to increase the shield thickness to allow for the larger 
number of fuel elements present during the measurement. 
c) The element should be irradiated for one hour and, to improve count-
ing statistics, the maximum neutron flux on the 3x3 assembly should 
be 5x1 o9 n/ cm2 / sec at the elevation of the point of measurement. 
d) Measurements should prefer2"!Jly not start before 15 days' cooling. 
e) The procedure described in paragraph 2. 8 below takes about an hour 
in total for the measurements on one rod, esclusive of rod handling 
and repetitions in th~ event of erroneous measurements and instru-
ment malfunctioning. The procedure tends to exclude instrumenta-
tion and integration errors; statistical errors can be taken to be on 
the same order as those of the preliminary measurements, i. e. 1 % 
with a confidence level of 95%. 
2. 8 Proposed procedure for the measurements during the refueling outage 
a) Use will be made of the same instrumentation utilized for the prelim-
inary measurements, namely, two phototubes, two analyzers, and the 
lead shield with a 3-cm slot. The only difference will be the raising 
of the shield base by 40. cm to permit axial scanning of the whole rod 
(active length 275 cm). 
b) The analyzers will be calibrated in the same way as for the preopera-
tional ~sts, that is, with a threshold at 200 keV, and analysis of 400 
channeis"'4p to 2.2 MeV. 
c) Integration for gross gamma radiation will start 10 channels before 
the 480-keV peak and continue for 100 channels after the beginning of 
the lantanum peak. The integration for lantanum will be extended to 
40 channels according to the technique described earlier. 
d) The complete measurement of a rod will consist of the following opera-
tions: 
(1) 10-minute counting 
(2) Print-out of the spectrum of chain 1 
(3) Integration for lantanum and gross gamma scan on the two chains 
with double print-out of the integral 
(4) New print-out of the spectrum of chain 1 to check that the memory 
content has not changed 
(5) Repetition of operations 1 to 4 twice 
(6) At this point, all integrals will be referred to a common time with 
the aid of the tables giving the time functions for lantanum and 
gross gamma radiation. The resulting values from the two measure-
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ment chains must be consistent; in the negative, it is necessary to 
find out which chain gave erroneous results and possibly also re-
peat the measurement from the beginning. 
e) After every two or three rods, it is necessary to measure the back-
ground activity and to check the instrumentation efficiency by means 
of a calibrated sour~e, according to the procedure in d) above. 
f) Three short pins of the type used for the preliminary measurements 
will be irradiated in a dummy element next to the 3x3 critical assem-
bly and then subjected to counting as described in d). 
g) For each rod, the axial distribution of the fission products 'will be 
determined by means of the analyzer of chain 1 in multiscaler posi-
tion and by integrating over the whole spectrum between 200 keV and 
2. 2 MeV. Tentatively, the seq:uence should include one measurement 
every 10 cm for 20 seconds at 5-second intervals during which the 
rod will be moved manually to the next position. 
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TASK IV - ISOTOPIC COMPOSITION MEASUREMENTS ON IRRADIATED 
URANIUM FUEL 
To integrate the experimental results available for the development 
of the calculation method under Task II, isotopic composition measure-
ments and gamma scanning will be performed on a few uranium rods of 
one of the fuel elements discharged during the May 1967 shutdown, name-
ly element A-106. 
The measurements will be performed by the Institute for Transuranic 
Elements of the Common Research Center at Karlsruhe in the second half 
of 1968. 
The work performed in connection with this task includes the pre-
paration of a schedule for non-destructive (gamma scanning) and destruc-
tive (isotopic composition) tests, and the study of the problems associated 
with the transport of the irradiated fuel rods from the Garigliano station 
to the Karlsruhe Center. 
1. Schedule of tests to be performed on rods of element A-106 
The element selected for the tests is A-106 which had reached an 
average burnup of about 9500 MWD/t when it was discharged on May 27, 
1967. The average isotopic composition estimated from calculations 
performed on a tentative basis by ENEL is as follows: 
U-235 1.18% 
Total Pu 0.44% 
Pu-239 o. 32% 
Pu-240 0. 08% 
Pu-241 0.03% 
Pu-242 abt 0. 005% 
This element was selected because for the following reasons it 
lends itself well to provide a confirmation of the validity of the calcula-
tion methods used in the design: 
a) it has reached a sufficiently high burnup level so that the plutonium 
content is of the same order as the U -2 35 content; 
b) it was located in a sufficiently central core location to minimize 
the effect of power tilting; 
c) it was not affected by the proximity of control rods during the last 
2000 MWD/t or so of burnup. 
The knowledge of the power distribution during the last days of 
residence in the reactor would be very useful for the purpose of an 
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integral verification of the burn-up calculation code. However, owing to 
the long time this element has had to decay, it is felt that the above-men-
tioned tests would no longer be meaningful. Thus, gamma scanning will 
be performed only to determine the burn-up distribution. At any rate, 
the fission product nuclides to be monitored for the gamma scan will be 
selected when the rods are delivered at Karlsruhe and the intensity of 
the signal has been verified. Actually, provisions have been made for a 
complete spectrum analysis to be performed with a 4000-channel analyzer 
to select the isotopes to be measured. Up to four scans can be performed 
simultaneously; two could be related to Cs-137 and Ce-144, while the 
other two will be established on the basis of the spectrum revealed during 
the measurements. Cs-13 7 generally presents diffusion phenomena, how-
ever, and Ce-144, which has a mean halftime of about 280 days, will pro-
vide information only on the last year of residence in the reactor. 
Since it is not yet possible to make an accurate assessment of the 
validity of the gamma scans, it has been decided to perform these mea-
surements on a limited number of rods and to extend them to the others 
only if the results appear to be reliable. 
The destructive test will consist of the chemical analysis of the iso-
topic content. Rod lengths of about 10-15 mm will be isolated, from which 
to take the test specimens. Each set of tests will include the following 
determinations: 
a) Burn-up level, through the measurement of the long-...,lived fission nu-
clide content. The Nd-148/U measurement technique will be adopted 
because the Cs-137 technique more commonly used in the past may 
give unreliable results as a result of cesium diffusion. 
b) Pu/U, Am/U and Xe/V concentration ratios. 
c) Percentage contents of Pu-239, Pu-241, Pu-242, U-235, U-236, U-238 
and of the isotopes of Am, Nd, Xe and Kr. 
The desired number and prcision of the analyses will be set later 
on when the results of the gamma scanning and other work are available. 
In fact, both the number and the precision will depend on the availability 
of laboratories, personnel and gamma scan results. 
To integrate the information obtained from the two series of mea-
surements, the internal pressure of the fission gases will also be deter-
mined before the rods are destroyed, The chemical analysis of the fis-
sion gases is rather complex; however, at least one gas sample will 
probab1y be analyzed. 
Finally, the rad1.al plutonium distribution in the rods will be mea-
sured as ii may pro\' 1de a useful indication of the fine structure of the 
flux inside a rod. 
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2. Problems associated with transport of irradiated fuel rods to the 
Karlsruhe Center 
Element A-106 selected for the analysis described in the preceding 
paragraph had already been stripped in the reactor pool. The rods have 
been removed from the channel and are ready at the Garigliano for ship-
ment to the Karlsruhe Center. For this purpose, two stainless steel 
baskets have been procured; the baskets are complete with spacer grids 
to accommodate the individual rods and permit their prompt identification .. 
For transport to Karlsruhe, various carriers were consulted and 
the only container capable of carrying the rods was found to be the 32-ton 
container owned by Transnucleaj".'e, Paris. However, it has been ascer-
tained that this container could not be handled by the facilities at the Karls-
ruhe Center. As a result, it was decided that the rods should be cut dwon 
in size to be shipped in a smaller container which could be handled at 
Karlsruhe. Since the Garigliano station is not equipped to perform the 
cutting, the following schedule was agreed upon: 
a) The rods of element A-106 will be transported in the 32-ton container 
from the Garigliano to the EUREX Center of CNEN in Saluggia, Ver-
celli. 
b} The rods will be cut in half. 
c} The cut rods will be transported from the EUREX Center to the 
Karlsruhe Center in 7. 5 -ton containers made available by Trans-
nucleaire. 
This schedule may be implemented commencing from the month 
of August 1968. 
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TASK VI - DETAILED STUDY OF PLUTONIUM FUEL CYCLES 
1. Analysis for the positioning of plutonium elements in the Garigliano 
core at the beginning of cycle 2 
At the end of Cycle 1 C, eighty-three elements will be discharged 
from the Garigliano reactor and replaced with seventeen partially irra-
diated elements now in the fuel pool and sixty-six fresh fuel elements. 
Of the latter, 54 will be uranium elements with an average enrichment 
of 2.3%, and 12 will be plutonium elements (8 standard and 4 of the mixed 
type with uo2 and Pu02-uo2 rods). 
The purpose of this analysis is to determine the optimum position-
ing which will reconcile the requirement of a high burnup of the pluto-
nium elements so as to collect in a sufficiently short time all the informa-
tion expected from this power experiment, with the requirement of having 
power factors during the cycle which do not exceed those observed during 
the previous operation of the station. 
In line of principle, the sixty-six fresh elements will be loaded ac-
cording to a checkerboard pattern which excludes the peripheral zone of 
the core so as to provide the maximum insertion of reactivity. The posi-
tions of the plutonium elements were selected among these sixty-six to 
meet the requirements mentioned above. 
The study of the fuel element positioning was based on the analysis 
of power density variations during Cycle 2. For this analysis use was 
made of the Haling technique which is incorporated in the FLARE code. 
This method permits the power distribution and core burn-up to be op-
timized over the entire cycle under consideration. 
In practice, control rod withdrawal during operation is performed 
so that the actual power distribution will remain as near as possible the 
theoretical optimized distribution. 
This analysis entails a general knowledge of the burn-up which the 
individual fuel elements of the first load will reach at the end of Cycle 1 C. 
Again, this distribution was obtained by means of the Haling technique. 
At the same time, the nuclear constants to be introduced in the FLARE 
code were calculated for the three new types of fuel which will be loaded 
at the be ginning of Cycle 2. 
2. Characteristics of the reload fuel elements 
The sixty-six fresh elements to be loaded into the Garigliano core 
at the end of Cycle 1 C (August 1968) together with seventeen partially ir-
radiated elements are broken down as follows: 
a) 54 uo2 elements with an average enrichment of 2. 3% in U-235 b) 8 prototype uo2-Pu02 standard elements 
c) 4 prototype advanced elements containing uo2 and U02-Pu02 rods. 
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All these elements have bundles of 64 rods arranged in an 6x8 
square lattice. 
The main mechanical characteristics of the reload elements can 
be summarized as follows: 
a) All reload elments are interchangeable with those of the first core, 
both as concerns positioning on the support plate and control rod move-
ment, and as concerns handling operating and facilities. 
b) The element is constituted of 64 rods (8x8) in a square array, clad in 
Zircaloy-2, with an outside diameter of 15. 06 mm and an active length 
of 2718 mm. 
c) The supporting structure is constituted of two plates held together by 
eight peripheral fuel tie rods, two on each side of the element. The 
remaining rods rest on the lower plate and are free to expand through 
the upper plate, while being kept in position by a spring. Five equally 
spaced grids, plus the two end plates, ensure proper positioning of the 
rods. The spacer grids are of the type now adopted for BWR rods, that 
is, the rods are held steady by stainless steel wires on two sides of the 
cell and by Inconel springs on another side. 
d) One connector rod made up of six segments supports the five spacers 
of the element. The rod bundle is enclosed in a Zircaloy-2 sheath 
which is interchangeable with those of the first load, 
e) To allow for the swelling attendant on the higher burn-up, the clearance 
between the sheath and the fuel was increased to contain the stresses on 
the cladding. 
f) The fission gas plenum at the upper end of each rod was greatly in-
creased with respect to the design of the first load because of the 
higher performance required of the fuel, both from the standpoint of 
the heat flux and of the burn-up level. A helical spring is inserted in 
the plenum to prevent pellet movement during transport and handling 
of the fuel elements. 
g) The fuel element has been designed for easy disassembly. For this 
purpose the end plugs of the various rods are different in size accord-
ing to fuel type and enrichment So that proper repositioning of the rods 
is ensured. 
h) The upper plate and end piece, which were separated in the design of 
the first core element, are now cast in one piece; the same holds for 
the bottom end piece. 
i} Some of the pellets are dished to provide free space for their thermal 
expansion. 
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3. Reload uranium element 
The rod enrichment values and distribution in the uranium fuel ele-
ment are given in Fig. 6.1. The average enrichment is 2. 3%. The ratio 
between the enrichment of the corner rods and that of the other rods is 
about tlie same as for the fuel of the first load. 
4. Prototype standard plutonium elements 
The rod enrichment distribution for this type of elements is given 
in Fig. 6. 2. This element and the related nuclear design work were de-
scribed in the report EUR 3890i, so that further details are not deemed 
necessary in this report. 
5. Prototype advanced plutonium elements 
The four prototype advanced elements are made up of forty enriched-
uranium rods and twenty-four uranium-plutonium rods. The rod enrich-
ment values and distribution are given in Fig. 6. 3, 
In order to avoid the formation of major power discontinuities inside 
an element between the enriched-uranium and the plutonium rods, the con-
tent of fissile plutonium in the plutonium rods adjacent to the uranium rods 
was lowered to 1. 8% versus 2. 89% of the inner rods. 
The calculations performed for the advanced plutonium element re-
vealed that it possesses the same reactivity lifetime as the reload en-
riched-uranium elements, but that in cold conditions the advanced ele-
ment is more reactive than the "uncontrolled" enriched-uranium element 
by about O. 010 /1 K, and than the "controlled" uranium element by about 
0.025 /J.K. 
6. Preliminary determination of the core burn-up distribution at the end 
of Cycle lC 
The burn-·UP level reached by the individual elements at the end of 
Cycle lB was calculated by means of the FLARE code, To simulate reac-
tor operation, the following data were fed into the program every 200 
MWD/MTU: actual control rod pattern, average thermal power values, 
core inlet subcooling and effective recirculation flow inside the fuel ele-
ments. Fig. 6. 4 shows the distribution of average burn-up levels at the 
beginning of Cycle lC after loading of fourteen fresh fuel elements. 
The burn-up level that will be reached at the end of Cycle lC was 
estimated on the basis of the power density distribution optimized with 
the Haling technique, The following assumptions were made as to the 
end-of-cycle conditions: 
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FIG. 6-1 - ROD ENRICHMENT DISTRIBUTION FOR RELOAD URANIUM 
ELEMENTS 
a = 2. 41 % u235 enriched rods 
b = 1. 83 % u235 enriched rods 
u235 average enrichment: 2. 3% 
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FIG. 6-2 - ROD ENRICHMENT DISTRIBUTION FOR THE PROTOTYPE STANDARD 
PLUTONIUM ELEMENTS 
a = 2. 85 w/o Pufiss containing rods 
b = I. 40 w / o Pufi s s containing rods 
c = O. 74 w/o Pufiss containing rods 
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FIG. 6-3 - ROD ENRICHMENT DISTRIBUTION FOR PROTOTYPE 
ADVANCED PLUTONIUM ELEMENTS 
a :: z. 89'10 Pufiss containing rods 
b = I. 80% Pufiss containing rods 
c = z. 41 % uZ35 enriched rods 
d = I. 83% uZ3S enriched rods 
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a) all control rods out; 
b) sub-cooling: 36 Btu/lb; 
c) effective recirculation flow through the fuel elements: 
d) output: 506.3 MWt. 
6 15.8x10 lb/h; 
In establishing the thermal-hydraulic conditions in the core, allow-
ance was made for crud formation on the fuel elements, 
The duration of the cycle was found to be on the order of 2800 MWD / 
MTU. Fig. 6, 5 shows the average burn-up distribution calculated for the 
end of Cycle lC, 
7. Preparation of the library for the FLARE code 
The FLARE code library was integrated with the nuclear constants 
relating to the three new types of fuel elements which will be inserted in 
the reactor for the first time at the beginning of Cycle 2 (see paragraphs 
3, 4 and 5). 
The nuclear constants required for the representation of these ele-
ments in the FLARE code were obtained from the results of a series of 
calculations performed with the BURNY code for each of them. The cal-
culations were used to derive the law of variation of Koo with irradiation 
at different void contents, with power (to account for the Doppler effect 
and presence of xenon), and with control rod insertion. The resulting 
values were corrected by a factor of 1. 008 so that they could be corre-
lated to the ones previously used for the representation of the fuel ele-
ments of the first load, the latter values having been obtained with the 
FORM-THERMOS-PDQ code system corrected by the fast fission factor, 
The values of Koo at the beginning of the life of the three types of 
fuel, in the presence of 0, 1 and 2 control rods at rated power and 25% 
void content are tabulated below: 
Type of element No rods 1 rod 2 rods 
Standard U02-Pu02 1. 2592 1. 1104 0,9290 
Advanced U02-Pu02 1.2590 1. 0949 0.9110 
2. 3% uo2 1. 2490 1. 0751 0,8806 
Fig. 6. 6 gives the variation of Keo as a function of irradiation for 
the three types of fuel at rated power and 25% void content; Fig. 6. 7 
gives the variation of Koo as a function of void content, at rated power 
and at the be ginning of fuel life. 
Again with the BURNY code, the values of M2 as a function of the 
void content, and v as a function of burn-up were obtained. 
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8. Positioning of prototype plutonium elements 
The subsequent studies concerned the positions to be given to the 
twelve plutonium elements in the Garigliano core when they will be in-
serted at the beginning of Cycle 1. For this purpose, an investigation 
was carried out with the FLARE code, on the tentative assumption of 
adopting the pattern shown in Fig. 6. 8 The positions of the twelve plu-
tonium elements were selected on the basis of tre criteria formulated 
in paragraph 6. 1. 
The fourteen fresh elements loaded at the be ginning of Cycle 1 C 
were moved to other positions so that they would not be near the elements 
of the first reload. In fact, the burn-up that these elements will reach at 
the end of Cycle lC is rather lcw (3500 MWD/MTU), and it was thus con-
sidered preferable to place them in a checkerboard pattern around the 
core periphery. 
In order to render more evident any possible effects caused to the 
core power distribution by the presence of the twelve plutonium elements, 
two calculations were performed; the .first was based on a fuel load in 
which all 66 fresh elements were enriched-uranium; the second consid-
ered 54 enriched-uranium and 12 plutonium elements, as shown in Fig. 
6.8. 
The radial peak factor was calculated on the assumption that the 
control rods are withdrawn so as to maintain the macroscopic power 
distribution constant throughout Cycle 2 (Haling technique). 
Fig. 6. 9 gives the relation between bundle powe~densities for the 
two cases described above. From this figure it will be noted that, from 
the point of view of the average bundle power distribution, there is no 
substantial difference between a plutonium element and an equivalent 
enriched-uranium element, The maximum radial peaking factor is in-
creased by about 1 % in the case of mixed loads. 
9. Analysis of the perturbations in the local power distribution caused 
by lack of one rod in the reload fuel elements 
To further verify the adequacy of the calculation methods, a series 
of rod power distribution measurements will be performed on activated 
elements in a critical assembly of 3x3 reload elements. Since the gamma 
scans will be performed on the individual rods of purposely disassembled 
elements and this handling may cause the rods to be damaged, a study was 
carried out to investigate the magnitude of the perturbations caused in the 
local power distribution by the lack of one rod, just in case the latter 
should have to be discarded after gamma scanning for the above reason. 
This investigation was carried out on all three types of reload fuel on 
the assumption that any type of rod may be missing. Consideration was 
also given to the advisability of shuffling the rods of one type so as to 
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locate the water gap in a position where it will affect power distribution 
less. 
The magnitude of this perturbation is shown in Figs 6. 10, 6. 11, 
6. 12 for the three types of fuel elements, 
The increase in maximum peaking factor is appreciable - - on the 
order of 5-6% -- when one of the following rods is missing: 
Standard plutonium element: a) 0, 74% Pu-enriched rod 
b) L 40 Pu-enriched rod 
Advanced plutonium element: a) 2. 41 % LT-enriched rod 
b) 1. 89% Pu-enriched rod 
Uranium reload element: a) rod enriched to 1. 83% in U -235. 
In the other cases, the maximum peaking factor rose negligibly or 
even decreased, 
In addition to the factor due to water gap perturbation (1, 05-1. 06), 
another factor of 1. 015 must be added to account for the fact that the 
power is now generated by 63 rods, assuming that the output is the same, 
A supplementary analysis indicated that the insertion of an empty 
Zircaloy tube in the water gap reduces the perturbation factor from 1.06 
to 1.03 (Fig, 6.11, case E). This figure also shows that as irradiation 
increases the perturbation factor decreases gradually till it becomes 
negligible at about 12, OOO MWD/MTU 
Although the insertion of an empty Zircaloy tube improves the pow-
er distribution and especially the hudraulic conditions inside the element, 
an empty cell in the lattice is still acceptable. 
Another study was conducted with reference to the standard pluto-
nium element in order to determine how the perturbation changes with 
irradiation, The results are indicated in Figs 6. 13 and 6. 14. 
- 65 -
A B C D 
X 
• WATER HOLES 
,.,,, ! ,.,,, 
,. "' 1.111 
,. '" 
Ufl 
'·'" 
,.,,, 
LU1 t.111 
USI I.Ill 
''" 
,.,,, 
u,, t.lSI 
.110 .110 
·"' 
,163 
·'" 
.,,z 
·"' 
.,,. 
.,,, 
.IOI 
.,,, ,115 
,ISO ,,SI 
,ISZ 
·'" .ao, ,IOI 
.ns ,,,, 
.,u 
-
,MD 
-
.110 ,IIS ,110 
·'" 
,IS9 
·"' ,111 
·"' 
,111 
.,,. ,IIS 
·'" tHT ,114 
·"· 
LD&1 
toll 
·"' 
1.00, HU 
tolO • ,Z1 . 95' tOU 
LOIi .,sz ,'67 tiff 
'·'" 
t.114 l.110 ,.,,, tlll* 
1.1'1 
'·"' 
f.111* t.tll -
1.111 I.II l.l+t t.111* ,., .. 
1111 ,.,,. 1.161 ,.,,, 
""* 
I ~ I * Maximum power density rod 
FIG, 6-10 - URANIUM RELOAD ELEMENT - PERTURBATION IN THE 
LOCAL POWER DISTRIBUTION BY LACK OF ONE ROD 
AT I= 0 
f.111 
UDO 
I. Ill 
1.191 
l.2Dl 
I.I/I 
1.101 
1.11# 
1./16 
11111,, 
[D 
8 
I.D10 
I.OIi 
I.DDT 
I.DOI 
1.016 
,151 
.944 
·"' .IS, 
. ,., 
.,se 
. ,., 
.956 
• 9+1 
.,u 
lOSO 
I.D/6 
I.OIi 
t.011 
I.OIi 
- 66 -
' 
• WATER HOLES 
Oz~ TUBE 
.,,, 
.769 
,161 .751 
.l/6 .888 
,15+ .757 
,159 ,15/ 
,71,g ,769 
.151 ,761 
,Ill 
-
.1$1 .,,, 
. 1'1 .161 
,810 
.839 
,958 
,851 
.850 
1.079 
f.092 
1.081 
1.101 
UDO 
f.098 
U!O 
l.079 ,.,,, 
I.IOI 
* Maximum power density rod 
D 
~ 
I.DID 
1.015 
l.010 
I.OIi 
I.OIi 
.958 
. ,., 
.956 
.9+2 
,91,.8 
,958 
• 982 
,. 001 
,. 01,2 
I. D/9 
.118 I.DID 
, 865 1,118 
, 81+ 1.01, 
. 946 -
. 9DI 
-
t.201 .11, 
1.21' * I. 1'1 
I.Ill ,95' 
1.211 1.08' 
1.251 1.011 
FIG. 6-11 - STANDARD PLUTONIUM ELEMENT - PERTURBATION 
IN THE LOCAL POWER DISTRIBUTION BY LACK OF 
ONE ROD AT I = 0 
E 
f.119 
l.1DI ,.,,, 
,.,,, 
1.21H 
f.119• 
-
lll#• 
1.191 * 
1.151* 
A 
,.,,, 
I.IIS 
1.120 
1.1/6 
f.111 
.,s, 
.,., 
.,u 
.,11 
.14( 
1005 
.,,. 
• 9,0 
.191 
.,SJ 
I.ODS 
,'97 
·"' 1.0oz 
·"' • 159 
. ,., 
·'" .,., 
.141 
,.,., 
l.1Z1 
- 67 -
C 
~ 
• WATER HOLES 
.,,. . ,,. 
,l5t • 85+ 
.,,, 
,852 
• 91+ ,990 
·'" ·"' . ,,. .,, . 
• 85+ ,859 
.151 • 861 
.,,o 
-
·'" 
. fll 
I.Oil 
f.059 
,.010 
I. tit* 
1.111 
1161 * 
f.181 * 
f.190 
f.161 
I.Ill* 
.981 
f.001 
D l 
t.lU 
1.111 
UZI 
I.Ill 
I.Ill 
.159 
.,,, 
,945 
.941 
. ,,1 
f.005 
.191 
.99+ 
toot 
·'" 
l.005 
f.011 
1.015 
I.DU 
-
, 716 .95' 
,It# t.05Z 
,158 -
.781 .lf7 
·'" 
f.lJII 
f.065 .no f.lt,t 
tfl4 I.ID# -,.,,, 
,991 tftl tDs+ f.tDI* ,.,,, 
.'61 lDU .955 tttD 
till 
. "" 
,.,,~ ,Ill 1.1'6 
DJ * Maximum power density rod 
FIG. 6 - 12 - ADVANCED PLUTONIUM ELEMENT - PERTURBATION 
IN THE LOCAL POWER DISTRIBUTION BY LACK OF 
ONE ROD AT I =0 
~ ..... -
- 68 -
[,, S01f HWD/HTU /• 6022 HWD/HTU 
f.116 l/16 I.OSI, 
1.100 1.101 l.020 
1.096 1.09, 1.01S 
,.~ f.OJO 
1.j:Js 1.011 
~08 I.Off 
1.021 1.021 
1.008 f.OfO 
1.061 1.001 
.997 .997 t018 t0S8 
.98, .986 1.026 f.029 
.98' .995 f.025 1.017 
.802 ,802 ,818 .818 
.790 .792 .827 .829 
.~ .915 .885 
-~6 
,802 .802 .818 .818 
,792 .795 .829 ,8!J 
.915 - .9'6 -
.997 ,817 .997 tOS8 ,919 1,018 
.986 ,879 l026 
.995 .989 1.044 
1.029 .925 f.071 
tn!7 f.024 f.081 
I.OJO f. Ill ,846 f.010 1.021 f.155* .871 f.011 
1.017 ,m .892 f.142 
toll l.li9 .841 f.015 
lOIO f. fl6'A .916 1.106 
I.ODS f.157 .. .867 l.008 
1.116 f.077 f 161* .950 1,ft6 
I. 101 f.097 l2JS* l.078 -
1094 1059 t141* .9JJ 1.095 
f.01.+ f.051 f."2 .926 
f.Olf t068 ttu· f.D09 
I.DIS lOS5 1.D95 .910 
I• 12041 Hwo/ >ITU I• 15054 HWJJj NTU 
.9++ .90 .,2, 
,9J+ ,9J5 
• 928 .928 
, 917 
• 911 
.985 .985 • 9&6 
.915 ,976 .957 
.969 .970 .951 
1.107 1.101 f.119 
1.096 ttoo 
1.096 f 107 
1.119 
,.,20 
,917 .917 .958 ,958 
.908 .9/1 .9$f ,964 
.962 t010 I.DOI ,.0+1 
.911 .917 
.911 ,917 
l.010 
-
,958 .958 
,954 ,961 
1.a., 
-
f.107 f.00# f.107 1.129 1.04,2 1.129 
f.100 1.016 t.'*2 
t/01 1.090 f.145 
,.m f.056 t. 159 
tlSD W6 1.f6Z 
.985 1.200.JA .906 .985 
,976 f.221* .918 1.021 
,970 f.201.* .90! ,975 
.966 l2D2* .916 
·'" .958 t220.- ,919 .989 
.96S f.2Dl* • flt.J .961 
• s.++ .997 t.022 .895 .9#. 
.9S5 f.006 f.042 .9$# 
-
,928 .995 1.009 .882 .9JO 
.92' ,975 .988 .888 
,918 ,980 t.001 ,919 
.912 ,9'5 ,177 ,176 
DJ * Maximum power density rod Letters refer to cases shown in fig. 6-11 
6-13 - STANDARD PLUTONIUM ELEMENT - PERTURBATION LOCAL 
POWER D!STRIB UTION BY LACK OF ONE ROD VERSUS IRRADIATION 
I.DU 
1.ott 
f.01S 
,.01, 
-
f.01' 
,92' 
-
.,,s 
""' LOI' f.102 
1.116 
t.098 
1.(()4. 
.9# 
.112 
.936 
·"' .IJS 
,f1/, 
A 
D 
l 
f.010 
t.DII 
f.011 
,.oso 
I.OIS 
,,o,g 
.985 
.916 
.,11 
•• 
.975 
.971 
- 69 -
I •JOtl HWD/ HTU 
1.116 f.01+ 
1.098 1.011 f.'"' tOl2 tOlO 
,.ors 
l.()lg 
.991 .997 
.980 .981 
.98' .'69 
,802 ,802 
.788 .191 
,791 ,795 
.802 .801 
.191 ,199 
.1,s .80( 
,997 .877 .991 
,98S .892 1.081 
.989 ,890 f.D'1 
,.,,, 
,846 I.OSD 
I. 149 .950 
'·"' 
.926 
f.077 1.161 .950 t.116 t.OU 
1.09S 1.2ZJ. t.o5S ,.m LD19 (.08, f.20(* .f94 I."() f.02J 
I• 1201,S HWD/ HTU 
.,2, 
. ,,, ·''t .,s 
.,s, • 9f9 
.'85 
.975 
.978 
,.101 ,.,01 
to9f. 1.099 
f.OH (.102 
.911 .917 
.,01 ,912 
·'" 
.,u 
.,11 .911 
• 912 .92S 
. ,,, 
,'21 
1.117 1.DOi 1.,01 
f.099 f.029 f.11+ 
f.102 1.02, f."S 
f.2oo* .906 .98S 
f.2JZ* .956 
f.JIJ* .945 
.997 I.Ott .895 .9# .92' 
1001 f.o+S . fZ7 
·'" 
.111 
f.lJOt f.014 .llf ,166 
·"' 
* Maximum power density rod 
Letters refer to cases shown in fig. 6-11 
I• 6022 HWD/ HTU 
l.021 
t.005 
,.o,o 
f.OJI t.OJB 
tOZ2 t.026 
f.028 f.011 
.IJB .BSI 
.115 .128 
.,2, .812 
.ISB .BJ8 
.l2B .BJ7 
.,11 
-81' 
t.018 .919 I.OJI 
f.026 ,9JI t.121 
I.OJ( ,gJ5 f.109 
LDZI t 155* 
·"' f.001 f.190• ,959 
I./J/2 f.(80• .us 
t.051 t.tt2 
t.066 1.162 I.°'° lf42 
I• 16054 HWD/HTU 
-~ 
.955 
.f58 
t.129 t.129 
t.111 t.t22 
,.,21 f.125 
.958 .958 
,950 .955 
.9J1 ,951 
.958 .958 
.m .9'1 
.f57 
·"' f.129 l.042 t.129 
1.122 tOU f.181 
f.llS f.D'5 I.ITI 
·* tl02* , IJIS 
.9S1 1.211• 
·"' .959 f.120* 
·"' • 975 ,Ill 
.9Bf toot 
,978 ,9fl 
FIG. 16-14 - STANDARD PLUTONIUM ELEMENT - PERTURBATION 
LOCAL POWER DISTRIBUTION BY LACK OF ONE ROD 
VERSUS IRRADIATION 
1.01' 
t.ot9 
I.DIJ 
t.ott 
t.001 
1.0,1 
to21 
-
-
.n, f.DJf. 
.981 t.01+ 
• 'J!il (.05l 
.916 
·'" ,,,, 
.%& 
.951 
.959 
.JU 
-
-
.u, 
·"' .,, . .f4$ 
.9«1 .,u 
- 70 -
TASK VII - RFACTOR SAFETY ANALYSIS. PLANT BEHAVIOUR 
DURING OPERA TING TRANSIENTS AND ACCIDENTS 
The work under this task was limited to the health physics prob-
lems associated with plutonium fuel handling. For the various opera-
tions on the fuel, including rod gamma scanning, it was necessary to 
set the handling procedures and to have adequate supervisory instru-
mentation such as would provide maximum safety for the personnel 
and permit periodical exposure checks. 
It should be pointed out that the handling of the Garigliano plu-
tonium elements does not give rise to particular radiological problems, 
because both the plutonium concentration and the Pu-241 content are 
low (less than 2% and about 1 %, respectively). Measurements taken 
on the surface of newly fabricated rods gave dose values of only a few 
mrem/h. 
Supervision of the handling operations and periodical personnel 
checks require: 
( 1) a check for surface contamination of the fresh elements (source 
contamination); 
( 2) a check for surface contamination in the event of accidental fall 
and consequent breakage of a fuel rod; 
( 3) a routine check of the room activity; 
~-J 4) laboratory analyses of the personnel's organic liquids in case of 
rupture of fuel elements. 
Surface contamination under 1 above will be monitored through 
laboratory analyses of swabs. The analyses will first determine the 
total alpha activity and then the contribution by plutonium to that ac-
tivity. 
The measurement of surface contamination under 2 will be 
taken directly in situ with portable alpha counters. If necessary, 
more detailed analyses will be performed on swabs as in 1 above. 
For the determination of room activity, samples of airborne 
dust collected on suction filters will be analyzed. 
With regard to the remote probability of a fuel rod being 
dropped accidentally during handling, it should be borne in mind that 
this operation is carried out onl.Y inside the containment sphere which 
can be isolated and evacuated. 
The Health Physics team will provide for all necessary checks 
and decontamination of areas, if necessary. 
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Supplementary instrumentation was needed for: 
- shipment, handling and loading of fresh fuel elements; 
- irradiation during the minimum critical experiment; 
- disassembly of the element, after the minimum critical measurements, 
for gamma scanning of the individual rods. 
Since most of the instrumentation required for these purposes was 
already available, the procurements was limited to alpha-counters and 
gamma spectrometers. 
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TASK VIII - CONCEPTUAL MECHANICAL DESIGN OF THE FUEL 
ELEMENT AND TECHNICAL SPECIFICATIONS FOR 
FUEL PROCUREMENT 
In the course of a meeting in Brussels on 19-21 September 1967, 
detailed discussions were held with Community manufacturers on the 
main problems associated with the fabrication of a second series of 
four prototype elements so that the manufacturers' particular require-
ments could be taken into account in writing the technical specifications. 
The discussions with the manufacturers led to the definition of the 
following main points: 
1. The fuel was to be constituted of pellets of mixed uranium and plu-
tonium oxides. Other fabrication techniques could be submitted as 
alternatives. 
2. The mechanical and thermal-hydraulic design of the elements would 
be under the manufacturer's sole responsibility, whereas ENEL would 
prepare the nuclear design. 
3. The average plutonium content in the element would be about 1. 8w / o. 
ENE'L would specify the final value of plutonium content not later than 
ten months prior to delivery and after having taken cognizance of the 
details of the mechanical design. 
4. The supplier would be responsible for the procurement of all materials 
except plutonium. 
5. Plutonium would be delivered to the supplier eleven months prior to 
the fuel element delivery date in the form of oxide. The anticipated 
isotopic composition was: 
Pu-239 
Pu-240 
Pu-241 
Pu-242 
82% 
14% 
3% 
1% 
6. The elements were to be designed to operate on a continuous basis 
at a linear power density around 5 00 W / cm2. 
7. The elements would be designed for an average burnup of about 
25, OOO MWD/MT (U+Pu). 
8. The specifications for the inspections and quality control would be 
prepared by the supplier on the basis of an outline provided by ENEL. 
E'NFL sent out enquiries in January 1968. The technical and 
economic analysis of the bids received is still under way. 
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